The reverberation of a room is often controlled by installing sound absorption panels to the ceiling and on the walls. The reduced reverberation is particularly important in classrooms to maximize the speech intelligibility and in open-plan offices to make spaces more pleasant. In this study, the impact of the placement of the absorption material in a room was measured in a reverberation room and in a mockup classroom. The results show that absorption material is less efficient if it is mounted to the corners or on the edges between the walls and ceiling, if the sound field is more or less diffuse. If the room modes dominate the sound field, the most efficient location for the sound-absorbing material was found at one of the surfaces causing the modes. The results help acoustical consultants to place the absorption material in optimal locations and, generally, minimize the amount of material and save costs.
Introduction
Acoustic conditions of classrooms have been proven to have significant influence on the performance of students and working stress of teachers. Poor acoustics may lead to difficulties in learning and social interaction as well as to greater time lost to disruptive activities during lessons [1] [2] [3] [4] . In general, the younger the child, the higher the susceptibility to high noise levels and reverberation [3] . Special consideration should be given to the acoustics of spaces where children attend classes that are given in a foreign language, and spaces where there are hearing-impaired students or children with speech and language difficulties, and attention deficit or hyperactivity disorders [1] . Improvements in the acoustic conditions of classrooms also have a positive impact on well-being of teachers [5, 6] .
The main acoustic elements employed in the control of sound fields are sound absorbers, reflective surfaces, and diffusers. The latter two are mainly used to preserve and distribute sound energy, whereas the role of sound absorbers is the reduction of sound levels and control of reverberation [7] . The effect of diffusers depends on scattering properties, as well as on the position of the source, the receiver and the diffuser [8, 9] . In addition to prevention of echoes and focusing effects, diffusers can also be used to reduce sound levels and control reverberation [9] . This is because diffusers can be placed strategically to disperse incidence sound energy to areas with greater absorption.
An adequate selection and placement of acoustic elements is essential to achieve optimal acoustic conditions with minimal costs. Optimal conditions are determined by the use of a space. In meeting and teaching situations speech intelligibility is the most relevant room acoustic parameter. High speech intelligibility is achieved by increasing signal-to-noise ratio (SNR) and reducing reverberation time. The former requires reducing noise and increasing speech levels, whereas the latter involves eliminating late sound reflections, reflected sound arriving at the listeners after 50 ms. Early reflections, on the contrary, are beneficial for speech intelligibility as they reinforce direct sound, resulting in an increase in SNR [10] .
In this study, the influence of sound-absorbing material placement was investigated by both performing measurements of sound absorption coefficients in a reverberation room and in a furnished mockup classroom characterized by a considerably lower degree of diffusion. In the classroom, reverberation time (T 20 ), speech clarity (C 50 ) and speech transmission index (STI) were measured with the same amount of sound-absorbing material placed at different locations. C 50 and STI are appropriate supplementary acoustic descriptors to reverberation time as they account for early reflections which are ignored in reverberation time measurements [11] . The purpose of the study was to evaluate variations on the main acoustical parameters for speech as the same amount of sound-absorbing material is displaced from the middle of the room to the corners. The results show the worst placing for sound absorbers that should be avoided to achieve target acoustic conditions with the minimum amount of sound-absorbing material.
Background and Related Research
As the effect of signal-to-noise ratio is much more significant for speech intelligibility than room acoustic characteristics, priority should always be given to the reduction of ambient noise levels [12] . In general, noise sources in classrooms are HVAC systems, external sources and, above everything, the pupils themselves [13, 14] . Once an adequate SNR has been achieved, the focus should be on optimizing room acoustics by increasing the early-to-late sound energy ratio [12] . An effective acoustic treatment to increase early-to-late sound energy in classrooms involves the use of combinations of diffusers and sound-absorbing materials [15] .
Reverberation times longer than 0.5 s [16] , and longer than 0.6 s [14] have been reported to deteriorate speech quality in classrooms. This effect is attributed to masking effects caused by late reflections on direct and early sound. Furthermore, long reverberation times may also deteriorate speech quality by reducing SNR. This effect depends on the distances of speech and noise sources to the listeners [17] . Tumultuous pupils close to listener excite the room and when the teacher is more far away, the noise levels are increased resulting in smaller SNR. The opposite occurs when listeners find speech sources closer than noise sources. Too short reverberation times, due to excessive use of sound-absorbing materials, are also undesirable as they force teachers to speak louder in an effort to be heard by students located at back rows [14] . In such situations, sound energy contribution from early reflections to direct sound is insufficient [10] . Efforts in speaking louder increase risks of developing voice disorders [18, 19] .
The influence of placement and amount of sound-absorbing material on acoustics of classrooms has been studied by many authors. Sala and Viljanen [19] investigated the optimal acoustic treatment for speech rooms rather than the optimal placement of sound absorbers for maximum efficiency, as they varied the amount of material used between the absorption material arrangements tested. Their work concluded that the optimal arrangement of sound-absorbing material to achieve acceptable acoustic conditions for speech involves the distribution of the material in at least two surfaces (ceiling and back wall), and covering around 30% of the total surface area of walls and ceiling. They reported that using larger amount of absorbing material results in an increment in the costs of building materials that leads to an insignificant improvement in speech intelligibility and excessive attenuation of sound levels. Bistafa and Bradley [20] studied both different acoustic treatments with varying amount of sound-absorbing material, and the efficiency of sound-absorbing materials by testing the same amount of material in different configurations. They also compared the accuracy of seven analytical expressions (Sabine [21] , Eyring [22] , Millington [23] , Cremer [24] , Kuttruff [25] , Fritzroy [26] and Arau-Puchades [27] ) and two pieces of room acoustic software (ODEON 2.6 and RAYNOISE 3.0) to predict reverberation times measured in a simulated rectangular classroom, for different configurations of sound-absorbing materials. Their study concluded that none of the analytical expressions or the acoustic software was able to consistently predict reverberation times within a prediction accuracy of 10%. The most accurate analytical expression was shown to depend on the amount and distribution of sound-absorbing material in the room. Overall, the expression developed by Arau-Puchades was concluded to be the formulas that predicted reverberation times with the smallest average relative error. Their reverberation time measurements for the different configurations of sound absorbers showed differences in average reverberation time up to 0.3 s. The phenomenon was attributed to the higher efficiency of sound-absorbing materials when materials are uniformly distributed in the room. The present study contributes to the work in [19, 20] by providing evidence on the influence of placing sound-absorbing materials separated from edges and corners. Such material arrangements were not tested in these works.
Kuttruff [28] developed a method that was not based on the assumption of diffuse field. The method assumes diffuse reflections and not constant irradiation strength, the latter concept defined as the incident energy on a unit area per second. Kuttruff recognized that assuming diffuse reflections may not be realistic; however, he knew that at each reflection, a small portion of the reflected energy is dispersed into nonspecular directions. Thus, after several reflections, all the specular energy is converted into diffuse sound energy. This results in an exponential decay curve with the same decay constant all around the room.
Schroeder and Gerlach [29] computed reverberation times in rooms of different shape and with varying absorber location. In their computations, the authors rejected the traditional formulas of Sabine and Eyring [21, 22] as these formulas do not consider room shape and absorber locations, factors that have been shown to have an influence in reverberation times [30] . They applied the first-order Markov theory to calculate the probabilities of a sound ray to hit a given wall taking into account the wall that was previously hit. This technique was shown to provide reverberation times closer to experimental measurements than those given by the traditional formulas. Their results consistently showed that the smallest reverberation times were obtained when absorbers were located on the smallest walls. It was also reported that for rooms with nearly equal dimensions, absorber locations had no significant influence in computed reverberation times.
An additional shortcoming in the research on influence of sound absorber placement on room acoustics is related to the degree of sound field diffusion [29] . Room acoustic theory applies to ideal conditions that assume perfect diffusion of sound field [30] . Perfect diffuse sound field involves the following assumptions, sound energy arriving from all directions with equal intensity and random phase; and uniform reverberant sound field at every position [31] . The lack of diffuseness in enclosures has been attributed to simplicity of room geometry and poor distribution of sound-absorbing materials [32] . Furthermore, furnishing or adding items in rooms modifies the degree of diffusion [30, 33] .
Several methods have been proposed to quantify diffuseness [30, 32, 34, 35] . These methods are often classified in different categories based on the raw data needed for their implementation [34] . However, none of them has been accepted as a standard method so far.
Methods to Study Absorption Placement
The placement of absorption material was studied in two different rooms. First, the measurements were conducted in a standard reverberation room. Second, to validate the reverberation room measurements in a more realistic scenario, a mockup classroom was built. The mockup classroom was built in a different empty space not as reverberant as the reverberation chamber. It was furnished with 13 tables and 13 chairs.
Reverberation Room
Measurements of sound absorption coefficients were conducted through the reverberation room method defined in ISO-354 [36] . The absorption coefficients measured by this method are referred to as Sabine absorption coefficients as the method assumes perfect diffuse sound field in the reverberation room. However, perfect diffuse sound field conditions are practically impossible to achieve, particularly at lower frequencies where the density of modes is low [37] . Low modal density leads to peaks and valleys in the low end of the frequency response of the room. Furthermore, the diffuse sound field in reverberation rooms is further deteriorated immediately after the sound-absorbing material is inserted in the room, especially in cases where highly absorptive samples are being measured [38] . Despite the limited reproducibility between laboratories, mainly caused by the variability in diffuseness between rooms [34, 38, 39] , the reverberation room is used for the determination of many other relevant acoustic quantities in the field of room and building acoustics, including scattering coefficients of materials [40] and sound power levels of noise sources [41] . Another concern regarding the absorption coefficient measurements in reverberation chambers is the overestimation absorption coefficient obtained at low frequencies. This effect has been attributed to the finite size of the test specimen which leads to diffraction caused at its free edges [42] .
The reverberation room used at the Acoustics Laboratory at Aalto University was used in this study. The dimensions of the room were 8.7 m × 6.2 m × 3.6 m, with a volume of 194 m 3 . Following the recommendations given in the ISO standard 354, 8 diffusers were hung around the room to enhance diffuseness. The software ARTA [43] , version 1.9.1, was used to measure impulse responses using the inverse sweep-sine technique [44] . A total of 12 reverberation time measurements were obtained, six receiver and two source positions. The sources were Genelec 8040 (Genelec, Finland) loudspeakers and the microphones were omnidirectional 1/2-inch measurement microphones, model 46AF. As opposed to standardized measurements, the loudspeakers were not omnidirectional. However, it has been shown that the use of sound sources with directional patterns differing from omnidirectional has insignificant influence on reverberation time measurements if the measured room is large and reverberant, and the sound field in the room is diffuse [45] . Moreover, to further compensate the use of non-omnidirectional sound sources, the loudspeakers were directed towards boundary diffusers.
The Schroeder frequency [46] , is the frequency above which the diffuse field assumption is fulfilled, was calculated to be 275 Hz for this reverberation room. This value agrees with observations made on reverberation time measurements measured at different microphone positions. Below 275 Hz, room modes dominate the sound field and therefore, reverberation time measurements strongly depend on the position of the microphones. At higher frequencies there was much less variation between measurements and in further analysis, the average of all 12 reverberation time values were used.
The purpose of measurements was to detect variations of the Sabine absorption coefficients as the sample is displaced from the middle of the reverberation room to a side wall and to a corner. Measurements were conducted for two types of materials, 0.8 cm wood fiber-based spray and 10 cm rock wool, manufactured by Lumir Oy (Vantaa, Finland) and Rockwool Finland Oy (Vantaa), respectively. The area of each sample was 12 m 2 . When measuring rock wool, borders and empty spaces at the boundaries of walls and floor were covered with reflecting materials to prevent them from absorbing sound. Consequently, the exact same amount of material was always exposed to the sound field. Such treatment of edges was not necessary for the wood fiber sample due to its small thickness, only 8 mm.
Temperature and relative humidity were controlled during the measurements to counteract the variability in sound absorption caused by air at different atmospheric conditions.
Mockup Classroom
The layout and dimensions of the mockup classroom are shown in Figure 1 . The volume of the room was 125 m 3 and it was furnished with 13 tables and 13 chairs, items that are always present in the classrooms and have a significant effect on the diffusion of sound fields [30, 33] . Unoccupied conditions have been considered. To evaluate the acoustics of the classroom for each material arrangement, measurements of T 20 , C 50 and STI were determined from the measured impulse responses according to ISO 3382-1:2009 [47] and IEC 60268-16:2011 [48] . Measurements were taken at four microphone positions. The software ARTA was used to obtain impulse responses using the inverse sweep-sine technique [44] . A Matlab script was created to compute STI. The sound source was a Genelec 8030B (Genelec, Finland) and the microphones were omnidirectional 1/4-inch measurement microphones, model Superlux ECM-999. The directivity of the Genelec 8030B approximates the directional properties of a human speaker, and thus it was considered to be an appropriate sound source to measure STI and C 50 . The sound source position 1 shown in Figure 1 was used for the measurements of STI and C 50 , whereas reverberation time was obtained as the average of 8 reverberation time values, four receiver and the two sound source positions shown in Figure 1 .
The purpose of the measurements in the mockup classroom was to investigate variations on room acoustic parameters as sound-absorbing material is displaced from the middle of the ceiling to the boundaries/corners in a sound field closer to that found in real rooms than in reverberation rooms. Only 8% of the total surface area of walls and ceiling, corresponding to 10.6 m 2 , was covered with 50 mm glass wool, manufactured by Ecophon. A larger amount of material would have misled the main purpose of this research as there was not enough surface area in the ceiling to isolate measurements with absorbers placed only at corners/boundaries from measurements with absorbers placed only at the middle of the ceiling. The following four arrangements of sound-absorbing materials were tested. Furthermore, a second set of measurements was carried out in the mockup classroom. The diffusion of the sound field in the classroom was enhanced by hanging a total of six diffusers (five of which were 1 m × 1 m and the other 1 m × 0.25 m). At low frequencies, diffusers were expected to scatter energy from modal paths. The scattered energy may couple to other room modes, thus exciting them further, or it may form new modal paths and thus resulting in higher modal density [49] . At mid and high frequencies, the diffusers abate flutter echoes by redirecting the sound energy bouncing back and forth between two surfaces to other directions [50] . Overall, diffusers reduce the excess energy at the modal frequencies and at the frequencies where flutter echoes occur which leads to a decay of sound energy in the room that is closer to a single exponential decay than to several decay times. This implies an improvement in the level of diffusion of the sound field which allows measurements of acoustic parameters less influenced by the undesired effects caused by room modes and flutter echoes. The diffuseness of the sound field in the mockup classroom is analyzed with and without sound-diffusing elements inserted in the room in Appendix B. Figure 2 shows the Sabine absorption coefficients for a sample located at the middle of the reverberation room (Figure 2a ) and the same sample placed at a side wall (Figure 2b-d) and at a corner (Figure 2e-h ) with varying material distribution on the floor and wall. It can be observed that the Sabine sound absorption coefficients are significantly reduced at all frequencies as a larger amount of material is placed close to the corners. This effect would be extended to lower frequencies for materials with higher sound absorption at low frequencies, following the trend observed between the two measured materials. The efficiency of porous materials to dissipate sound energy is reduced over 20% when the material is moved from the middle of the room to a corner. As a consequence, placing porous sound absorbers at boundaries of walls and ceiling, particularly at corners, may lead to the use of larger amount of sound-absorbing material to achieve a specific reverberation time. In the first interpretation of the results, the phenomenon was attributed to the directivity of the loudspeaker employed in the measurements. In order to dismiss this first hypothesis, measurements of sound absorption coefficients were conducted in the reverberation room with the loudspeaker pointing at three different directions. The results are shown in Appendix A. It can be observed from Figure A1 that the directivity of the loudspeaker has no influence on the sound absorption coefficients as the results agree in all three measurements. Moreover, in [45] the authors reported that the use of sound sources with directional patterns differing from omnidirectional has insignificant influence on reverberation time measurements if the measured room is large and reverberant, and the sound field in the room is diffuse. The results of this experiment together with the findings reported in [45] corroborate that the directivity of the loudspeaker is not the cause of the results obtained in the reverberation room. Figure 3 presents the results of the measurements of T 20 and C 50 for the four material arrangements installed in the mockup classroom. The most efficient material arrangement, in terms of reverberation time and clarity, is given by the acoustic treatment where 100% of the material is placed at the upper part of the walls. Such result is not in agreement with the measurements performed in the reverberation room, where the lowest reverberation time was measured when 100% of the material was placed in the middle of the chamber. The other three arrangements provide similar reverberation times. However, it can be seen that at higher frequencies, where the sound field is more diffuse, measured reverberation times are slightly higher as a larger amount of material is accumulated around the corner and the edge of the wall and ceiling. Measurements of C 50 show a similar tendency towards higher values as greater amount of material is placed away from the corners and boundaries of the walls and ceiling. Thus, although presenting small variations between measurements, these results, at higher frequencies, match the results measured in the reverberation room. At frequencies below 3 kHz, these measurements are highly influenced by the low diffusion of the sound field in this room. Two of the dimensions, length (6.5 m) and width at the middle of the room (6.4 m), are almost equal (see Figure 1 ). In addition, the width at the rear of the room (5.8 m) is twice the height (2.85 m). Such proportions cause the modes to cluster together which results in low modal density and longer sound energy decays at the modal frequencies [49, 51] . Additionally, a flutter echo is detected at around 1-2 kHz. Figure 4 presents the spectrograms of the impulse responses measured in the mockup classroom for three scenarios: (a) without any sound absorbers installed on the surfaces; (b) with the absorbers installed at the middle of the ceiling; (c) and with the absorbers placed at the rear wall. It is shown that placing the absorbers on the rear wall abates the energy of the strong modes and flutter echo found at around 500 and 1-2 kHz, respectively. The abatement of such artefacts leads to the lowest measured reverberation time, as can be seen from Figure 3 . This demonstrates that under poor diffuse field conditions the most effective placement for the sound-absorbing material is found on the surfaces that contribute to the formation of strong modes and flutter echoes. Placing sound absorbers on those surfaces ensures the reduction of sound energy trapped in a particular cyclic path, which results in a faster decay of sound energy. Figure 3d) ; (c) with the sound-absorbing material placed at the upper part of the rear and side walls (corresponding to Figure 3a ). Measurements were conducted without hanging diffusers installed in the room Figure 5 shows measurements of T 20 and C 50 with the hanging diffusers installed in the mockup classroom. As can be seen from Figure A2 , in Appendix B, the hanging diffusers have significantly remediated the problem caused by the flutter echo. They have also scattered some energy from modal frequencies; however, a larger diffusive area would have been needed to further reduce the effect of room modes. Nevertheless, at frequencies above 1000 Hz, the hanging elements installed in the room are sufficient to improve the level of diffusion to an extent that allows measurements of T 20 and C 50 to follow the tendency found in the measurements conducted in the reverberation room. Reverberation time measurements indicate that placing sound-absorbing materials at the junctions of walls and ceiling and particularly at the corners provide the less efficient material performance. A reduction of 0.1 to 0.2 s is observed in the frequency range from 1 to 5 kHz between the arrangement concentrating the largest amount of material at the edge wall/ceiling (50% wall-50% ceiling) with respect to the acoustic treatment where 100% of the material is placed at the middle of the ceiling. As expected, clarity is found to agree with reverberation time measurements at frequencies above 1 kHz. Below this frequency there is still significant influence of the natural modes on the measurements that impedes the generalization of the results. Regarding the speech intelligibility, Figure 6 presents the calculated STI values for each of the material arrangements with and without diffusers inside the classroom. In the scenario where there are no hanging diffusers in the room, the calculated STI values range from 0.57 to 0.63 (not considering STI values of the empty room case), corresponding to fair, and good speech quality respectively, according to the classification given in [48] . The results are consistent with the measured reverberation times and clarity. The highest STI values are obtained for the arrangement where 100% of the material is placed at the back wall, whereas the lowest STI values are seen for the acoustic treatment that concentrates 50% of the material at the back wall and 50% on the ceiling, together with the acoustic treatment with 100% of the material in the back part of the ceiling.
Results

Measurements of Absorption Coefficients
Measurements of T 20 , C 50 and STI
The STI values calculated for the scenario where diffusers are hanging in the room confirms that under more diffusive sound field conditions, poorer speech intelligibility is accomplished when sound absorbers are placed at the boundaries/corners. The lowest STI values were obtained for the material arrangement where 50% of the material was placed on the ceiling and 50% on the upper wall. The highest STI values were given by the acoustic treatment where absorbers are in the middle of the room. A comparison between the lowest and highest STI values shows differences in STI ranging from 0.03 to 0.04 at all measurement positions. Such differences are above the just noticeable difference (JND) in STI values reported in [52] , where the authors found a JND in STI values of 0.03, and 1.1 dB in C 50 values, from speech experiments with non-expert listeners. However, the authors in the same study claimed that differences of 0.03 in STI values are complicated to detect even in controlled situations. A difference of 0.1 in STI values, 3 dB in C 50 values, was proposed as a more realistic estimate to perceive obvious improvements in the acoustical properties of rooms for speech. Calculated STI values in this study agree with the theoretical description on speech intelligibility dependence on reverberation time under high SNR conditions given in [53] . STI values were computed from impulse responses measured under unoccupied conditions. The measured A-weighted ambient noise levels are reported in Table 1 . STI values were computed without the contribution of SNR and thus reverberation time is the only acoustic parameter considered in the computation of STI. In occupied conditions, the STI values are assumed to be lower as occupants, most likely, would increase noise levels. Furthermore, as SNR decreases, the effect of reverberation time on STI is less noticeable because SNR is the dominant parameter on the determination of speech intelligibility [12] . 
Conclusions
The influence of placement of sound-absorbing materials in a room was investigated by conducting measurements in a reverberation room to determine the Sabine absorption coefficients with the same amount of material placed at different locations. The results demonstrated that corners, followed by any edge between two surfaces of the room, are the less efficient placements in terms of reduction of reverberation time. When materials were placed at the corners the Sabine absorption coefficients were over 20% lower at all frequencies. Furthermore, the highest Sabine absorption coefficients were obtained for the sample placed at the middle of the floor, which involves maximum distance from all corners of the room.
Measurements in the reverberation room were followed by acoustical measurements of reverberation time, speech clarity and speech transmission index in a mockup classroom with the same amount of material placed at four different locations. The results showed that the influence of placement of sound-absorbing materials is determined by the degree of diffusion of the sound field and strength of the modes. It was shown that when modes dominate the sound field the most efficient placement for the sound-absorbing material is found at one of the surfaces causing the modes. When the sound field was made more diffuse with hanging reflectors, placing sound-absorbing materials at the edges of walls and ceiling and especially at the corners, resulted in the less efficient acoustic treatment. The highest reverberation time and lowest values of speech clarity and STI were measured when the material was placed at the corners.
The area of the mockup classroom treated with absorbing material (8% of the total walls and ceiling surface area) was not sufficient to achieve the recommended reverberation time of 0.5 s. The material arrangement in which the sound-absorbing material was placed in the middle of the room provided the best acoustic conditions for speech. This was true at frequencies where the sound field reached a sufficient level of diffusion, which means here a sound field with the absence of undesirable artefacts such as strong modes, flutter echoes, echoes, or sound focusing effects. For this condition, a C50 value of 1.8 dB and reverberation time of 1.1 s were measured at 1 kHz. The average STI value was 0.6.
Acoustics designs with sound-absorbing materials placed at the boundaries of walls and ceiling are not unusual. Such acoustic design is for example suggested as the primary acoustic treatment for classrooms in the Finnish Standard SFS 5907 [54] . In this acoustic design, depicted in Figure 7a , material is placed on the upper part of the side and back walls and on the ceiling, avoiding the area on the middle of the ceiling. The idea is to reinforce direct sound with early reflections arriving from the middle of the ceiling. However, this placement of acoustic material has been shown here to reduce less the reverberation time. Absorbers should be separated from the corners and edges, where it seems that there is less sound energy that could be absorbed.
The findings concerning the worst placement of sound absorbers at the edges, and specially at the corners, is generalized here for any room. However, further research is needed to determine the impact of these results in a classroom with a larger amount of surface area covered with absorbing material to achieve the recommended reverberation time of 0.5 s. For example, for future research is the study of the recommended placement given in the Finnish Standard SFS 5907 but with the absorbing materials displaced away from edges and corners, as depicted in Figure 7b . It would interesting to determine the difference in amount of material needed to achieve the same acoustic conditions for speech. 
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Appendix. Effect of the Directivity of the Loudspeaker on Sound Absorption Coefficient Measurements
Sound absorption measurements were conducted with the loudspeaker pointing at three different directions to study the influence of the non-omnidirectionallity of the loudspeaker on the measurements. The three scenarios are shown in Figure A1 . It can be observed that the Sabine absorption coefficients at the three scenarios show insignificant differences above 500 Hz. Below 500 Hz there are some differences, but they are not consistent at all low frequencies, therefore these differences can be attributed to the effect of the modes rather than to the directivity of the loudspeaker. Figure A1 . Influence of the orientation of the loudspeaker on sound absorption coefficient measurements. On the left, loudspeaker position with respect to the location of the sample. On the right, the top figure presents the Sabine absorption coefficients obtained for 10 cm thick rock wool placed on the floor at the corner, for the three different positions of the loudspeaker; the bottom figure shows the same measurements with the material distribute on wall and floor, at the corner.
Appendix. Effect of Hanging Diffusive Elements on Room Modes and Diffuseness
The effect of the hanging sound-diffusing panels inserted in the mockup classroom is analyzed in this section. Figure A2 shows the spectrograms of the impulse responses extracted from the mockup classroom with and without diffusing elements hanging from the ceiling, corresponding to the scenarios in Figures 3 and 5 , respectively. No sound-absorbing material was placed on surfaces. It can be observed that the diffusers significantly reduced the strength of the flutter echo located between 1 and 2 kHz at all microphone positions. Higher diffusing area would have been needed to improve the modal behavior of this room. The degree of diffuseness in the mockup classroom has been studied by determining the Sabine absorption coefficients of a 5 cm glass wool layer placed on the middle of the floor. According to [36] , enhancing the level of diffusion of the sound field in a reverberation room by introducing sound-diffusing elements results in an increase of the Sabine absorption coefficients. Figure A3 presents the Sabine absorption coefficients without diffusers, and with 3 and 6 hanging diffusers inserted in the room. The results show that at frequencies above 1 kHz, where room modes are less dominant, the Sabine absorption coefficients increase as higher amount of hanging sound-diffusing elements is introduced in the classroom. Sound absorption coeff., 6 diffusers 3 diffusers 0 diffusers Figure A3 . Effect of diffusing panels on the diffusion of the sound field in the mockup classroom. The Sabine absorption coefficients of a 5 cm glass wool sample were determined without diffusers, and with 3 and 6 hanging diffusers inserted in the room. A total of 8 measurements were conducted for each scenario (4 microphone and 2 loudspeaker positions).
